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NDE Prediction:

Remaining thickness: 0.150" to
0.1577

June 25t Observations:

* Apparent remaining thickness:
3mm = 0.118"
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NDE Predictions:

*  Minimum remaining thickness:
0.135" 10 0.1877

June 25t Observations:

« Apparent remaining thickness:
2mm = 0.079"
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E Predictions:

Remaining thickness expected to
exceed 0.200”

June 25" Observations:

* Apparent remaining thickness:
6.3mm = 0.25” (full original thickness)
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Figare 7.1-1 Kapikaki Tank Layout

ED_006532_00006529-00015



Source: Star Advertiser, March 19, 2018

Composite WEE Interstitial space “Cut and mv”
Double wall Double wall
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« Two walls with 5 ft. space in
between to collect leaked
fuel, inspect and maintain
inner wall.
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New steel liner, geosynthetic

drainage layer and concrete

design

Steel liner is one wall,
concrete is the second wall
No interstitial space to
iInspect between new steel
liner and concrete

e Back side of wall in contact
with environment
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imk tightness testing since 2008 show no failed results

Red Hill meet or exceed m@i practices for petroleum terminals
am msék fuel storage facilities based on 2016 inspection.

Each tank's online fuel inventory system continuously
measures tank level down to 1/16 of an inch.

Ground water protection plan monitors soil vapor beneath all
tanks, wamréy groundwater sarr g:)é ng and monthly oil/water
interface measurements.

2014 mm release is only reportable release from Red Hill since
establishment of underground storage tank regulations in 1988.

The 2014 release from Tank 5 due to human error, not tank
failure.
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